DETAIL 02722-2
COBB COUNTY WATER SYSTEM

SEWER SERVICE CONNECTION

APRIL 10. 2002 AGENCY DIRECTOR
6” PVC INSTALLED
BY DEVELOPER A
MINIMUM OF 3’
ABOVE GRADE WITH CLEANQUT ASSEMBLY
AN AIRTIGHT PLUG TEE—WYE. BEND. RISER.
OR GLUED CAP AND PLUG
R.0.W. OR
EASEMENT LIMIT
(ALTERNATE CONNECTION LOCATION)
6”x 4" TEE- WYE (SDR35)
INSTALLED BY PLUMBER AT
UTILITY TRACER WIRE SUTTABLE LOCATION/ ELEVATION
SECURED TO CLEANOUT WITH 47 SDR 35 x 4” SCH 40
ASSEMBLY WITH DUCT TAPE———“vﬁ————\ PVC ADAPTER AND 4” SCH 40 PVC
_ _ __ _ CUSTOMER SERVICE LINE
; e ST S e T L
STANDARD TEE OR WYE 44;'::‘:9 o
BEDDING ROTATED UP 6" — 0” MIN.
FROM MAIN SEWER AT R.O.W.
\\ 22 1/2° BEND BUILDER/ CUSTOMER CONNECTION
\ | EWITH 4" SCH 40 PVC
N ety i — /= S
X 6" SDR 35 PVC / 2 FT SECTION
' TEE—WYE 4” SCH 40 PVC WITH GLUED CAP FOR
S ase BevDs CUSTOMER CONNECTION
SHALLOW 6” SDR 35 x 4" SCH 40 PVC
PTER
|~ D-1. TEE (VERTICAL) —
={l—A 6" SERVICE LATERAL
: *=——— CONC. ENCASEMENT AT 1% MIN. SLOPE
-y . 6” COVER TOP & BOTTOM
Vet s x TRENCH WIDTH x 2'— 0 LONG
DEEP
(GREATER THAN 20° CUT) 6" CLEANOUT ASSEMBLY
ADJUSTED TO LANDSCAPE
NOTE : GRADE BY BUILDER

T
1. UTILITY TRACER SYSTEM REQUIRED WU IR el (bl SO IEh

REFER TO DETAIL 02722-4
2. ONLY 1 SINGLE FAMILY RESIDENCE
PER SEWER SERVICE CONNECTION

15“ DIA. CAST IRON RING AND COVER
(VESTAL RMC-15-H., OR EAST JORDAN
IRON WORKS V-8502 OR EQUAL) COVER

(PLAN VIEW)

600-57



